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We have tested the sample submitted by you and report as follows:

SAMPLE IDENTIFICATION:

PROJECT NAME: Water Quality - Filtration System

DATE SUBMITTED: September 9, 1992

RESULTS OF TESTING:-

CANTEST ID#: 6693-J 6693-J

CLIENT ID#: BEFORE FILTERING AFTER FILTERING
THROUGH CARTRIDGE THROUGH CARTRIDGE

1 ppm Solution Nitrate 0.99 <0.05

10 ppm Solution Nitrate 9.78 <0.05

<= Less than

METHODS OF TESTING:

The analyses were carried out in accordance with procedures described in "Laboratory Manual for the
Chemical Analysis of Water, Wastewater, Sediments and Biological Materials (2nd Edition)” published by
the Government of B>C>, Ministy of Environment, Water Resources Services, 1976 and "Standard
Methods for the Examination of Water and Wastewater", 17th Edition, 1989 and 16th Edition, 1985
published by the American Public Health Association.
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